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1836 Bulk Asbestos Fibers Analysis 

B~ Polarized Light Microscopy 
Client: Paul W Jackson & Associates. Inc. Batch #: 2410320.00 

Client Project #:2004-723 
Samplea Received; 9 
Sam.oles Analyzed: 9 

Method: EPA/600R-93/116 

Address: 3604 Beaoh Drive SW 
Seattle, WA 98116 

Att111t1on:Mr. PaulJack•on 
Project Location: Rainier Brewery 

Lab ID : 24067228 Client Sample #: 72308 
Location: Rainier Brewery 
Layer 1 of 2 Oeacrlptlon: White soft material 

Non-Fibrous Materials: 
Blnder/Fiilei· 

Layer 2 or 2 Deacrlptlon: Yellow mastic 
Non-Fibrous Materials: 

Mastle/blnder 

Lab 10: 24057230 Cllent Sample#: 72307 
Location: Rainier Brewery 
Layer 1 of 3 Deeotfptlon: Gray mastic 

Non-Fibrous Materials: 
Mastic/binder 

Lay.,, 2 or 3 D11crlpt10n: Tan tile 
Ncn-Fibrous Materials: 

Vinvl/binder 

Layo, 3 of 3 Dncrlption: Black mestic 

Non-Fibrous Materials: 
Mastic/binder 

Lab ID: 24057231 Cllent Sample#: 72308 
location: Rainier Brewery 
Layer 1 of 3 Dtacrlptlon: Gray mastic 

Non-t=ibrous Materials: 
Mestlc/binder 

Ltyer 2 cA 3 Description: Tan tile 
Non-Fibrous Materials: 

Vlnyllblnder 

I.ayer 3 of 3 Deacrlptlon: Blac'< mastic 
Non•Fibrous Materials: 

Mastic/binder 
Lab ID : 24057256 client S9mple #: 12309 

Other Fibrous Materials:% 
None Detected ND 

Other Fibrous Materials:% 
Cellulose 4% 

Other Fibrous Materials:% 
Cellulose 3% 

Other Fibrous Materials:% 
Cellulose 1% 

Other Fibrous Materials:% 
Celluloae 5% 

Other Fibrous Materials:% 
Cellulose 3% 

Other Fibrous Materials:% 
Cellulose 1% 

Other Fibrous Materials:% 
Cellulose 2% 

Asbestos Type: % 
None Deteoted NO 

Aabeatoa Type: % 
None Detected ND 

Aabeatca Type: % 
None Detected ND 

Asbeato, Type,:-°"'---., 
Chryeotlle ~ 

Aebestoa Type: % 
None Detected ND 

Aabaatoe Type: C/o 
None Detected NC 

Asbestos Type:lo\ 
Chryaotlle e,; 

A•beatoa Type: o/o 
None Detected ND 

Sampled by: Clie~t 
Analy:r.ed by: Wei Long Tai Date Antlyzed: 07/29/2004 DRAFT 

Net•: If 1111mr,lea are not hllmllQeneoua, than aubaemplel of the OCf"rllonents were analyaed 111,:i,ratet,. All bul~ umplee ere analynd iaing EPA 60~-931118 
Mb!hod with the following meaaurement unaartalntlee ro~the reported% Aobestot (1%•0•3%, 5%:.1-9%, 10%-5-15%, 20%=10-30%, !50%a4o«J%). This 
report relote11 only to the 1111m, teated, If sampla w11a net oolleictell by NVL P@rtcmnel. then !he accuracy of tt,e l'llllulte le llmlted oy the rTllltlledology end acuity 
of lha asmi:ile collector. Tnla report ahall not btl reproduced except in full, wI1~0ut written approval of NVI. Laboratories, Inc. It 11halt no\ be ur.ed to cialm 
pl'0cluct •mtorsement by NVlAP or any ot~r agancy of the US Gowmmant 
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1936 Bulk Asbestos Fibers Analysis 

By Polarized Light Microscopy 
cI1ent: Paul W. Jackson & Associates,, Inc. 

Address: 3804 Beacf, Drive SW 

Seattle, WA 981 "16 
Attention: Mr. Poul J1Ck!llon 

Project Location. Rainier Srewery 

L,,iyer 1 of 1 De• crtptton: Brown mastic 

oow~ 
#102063 

Batch #: 2410320.00 
Clier.t Project #:2004-723 

Samples Received: 9 
Samples Analyzed: 9 

Method: EPN600R-93n 16 

Non-Fibrous Materials: 
Mentlc/blnder 

Other Fibrous Materials:% 
Celh.tloae 2% 

Asbestos Type: % 
None Dotected ND 

Sampler.I by: Client 

Analyied by: Wei Long Tai Data Analyztd: 07129/2004 DRAFT 
Nol'e: If eaniC11•1 erv l'lOt homo,;iB,1ooy11, then 1ub111mpl~s off.'te ::or-1pc,nenhl were enalyicd 11,i,parately. All bl.Ilk samples n an111lynd ualng EPA 600/R-931116 
Metliod w'tt1 the ~flowing meHu1-ement unoerblir,tias lor ti'lei reported% Allbestos i.16/o"0-3%, !5%"1-9% 10%•5-15%, 20"'1=10-30%, !51'.l%"'41).60%). Thill 
report rolala:i 011 )' to the ltsma !Nied. If eami,,J& 1Aoat1 not ooileaed by Nv:.. personnel, ~n 1he aecure...-y cf the 1'91U~ 11 llmlted bv !ho m1tl'looolo;~ end acuity 
of the aarnple I.Xlliector. This report shall not bG rei:,rodu~d t11oopt In fLill, wltliout wrlltlln aJ:)proval of NVL Labora1orlu, 1,c. II &hell not be I.INCi to C1aln1 
prcdu1:t end01Mtr1eri11lv NVLAF' or any ott,er agen~• of ~,e US Oovarnment . 
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